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CONNECT TO 
EXISTING 
WATERMAIN WITH 
SLEEVE AS NEEDED 

MECH. COMPACTED 
GRANULAR BACKFILL 

INSULATION PER 
PLAN / SPEC 
REQUIREMENTS 	 CONNECT TO 

EXISTING 
WATERMAIN 

45' BEND 

45 BEND 
2' MIN. 

GRADE 

TIE ALL JOINTS WITH 
MEGALUG RESTRAINTS 
(8 REQUIRED). 

NOTES: 

1. USE MEGALUG THRUST RESTRAINTS ON ALL FITTINGS. 
2. SEE STANDARD PLATE 120 TO DETERMINE THE REQUIRED CONCRETE 

THRUST BLOCKING. 

3. INSTALL POLY WRAP AROUND ALL PIPE AS DIRECTED BY THE ENGINEER. 
4. ALL NUTS AND BOLTS TO BE COR-BLUE OR APPROVED EQUAL. 

5. MAINTAIN A 2.0' (MIN.) CLEAR ZONE SEPARATION BETWEEN CONFLICTING UTILITIES. 
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